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>k NON-DEFAULT DRIVE PARAMETERS
PARAMETER FACTORY USER
NUMBER SETTING SETTING
n001 1 3
n004 3
n006 Q 1
n010 1 C
n012 60 75
n032 MTR FLA NAMEPLATE DATA
A n050 2
— n051 Q 2
n053 MIN BB TIME 2
n064 50% 0%
— (I n037 4 13 BASEBLOCK
— n038 5

VED

PROGRAMMING

CURRENT SENSOR/RELAY FOR FMCS FAN RUNNING STATUS. PROVIDED BY CONTROLS
SUBCONTRACTOR. INSTALLED IN CONTROLLER BY ELECTRICAL SUBCONTRACTOR.

WIRING TO FPU-050-06 INSTALLED BY CONTROLS SUBCONTRACTOR
3/4"C TO FPU-045-06 LOCATED IN RM 2270. COORD. WITH CONTROLS SUBCONTRACTOR.

BASE BID: POWER & FIRE ALARM CONDUITS WITH PULL STRINGS TO BE STUBBED UP TO
AHU-017 ROOF BASE.

ADD ALT #1: ENTIRE AHU—17 INSTALLATION AS SHOWN.

ADD ALT #l

/ TO BE PROVIDED WITH THE AIR HANDLING UNIT — COORD. WITH MECH. J
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